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INSTALLATION INSTRUCTIONS

HL-384-2X-LED

SAFETY WARNING: 
• This lighting fixture must be installed by a 
   qualified contractor, in accordance with 
   local and national electrical codes.
• Make sure all power is turned off before 
   installing or performing any maintenance.
• Fixture can become hot, allow to cool 
   before performing any maintenance.
• Fixture is not submersible and must be  
   installed above ground.

MOUNTING:
1. Mount the fixture directly to junction box.
    If needed a universal mounting ring is 
    provided to align with the junction box.

ELECTRICAL WIRING:
1. Fixture voltage 120 VAC, 120/12V 
    transformer integral with fixture.
2. Connect fixture wires to 120V supply wires 
    using wire connectors. Use wire rated for 
    min. 90º C. 

LAMP INSTALLATION/REPLACEMENT:
The LED is rated for 50,000 hours life. Consult 
factory for replacement.

AIMING/ADJUSTMENT:
1. To adjust the angle loosen the adjustment 
    screw using the supplied hex key, set to 
    desired angle and tighten when complete.
2. To rotate the fixture loosen the locknut, set 
    to desired position and tighten when 
    complete.
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